


 

 

 

 

           Dated: 28th June, 2023 

          

To,  

The Chairman / Managing Committee 

St. Paul’s School, 

C-3, S.D.A., Hauz Khas,  

New Delhi - 110016. 

 

Subject: WATER TEST REPORT. 

 

Kind Attn.:  

Dear Sir, 

 

Please go through the following result. 

 

Parameter Result Desirable Limit of R.O. Water 

Colour (H.U) Colourless 5H.U 

Odur Odurless Unobjectionable 

Taste Unobjectionable  

Total Dissolved Solids (T.D.S.) 65 100 max. 

ph Value 7.4 6.5 – 8.5 

Total Hardness (as CaCO3) 13 75 max. 

Chlorides (as Cl) mg/Litre 08 25 max. 

Dissolved Iron (as Fe) B.D.L.* 0.3 max. 

Residual Chlorine (as Cl2) B.D.L.* 0.2 max. 

 

Bacteriological Test: 

M.P.N. Coliforms / 100ml  No. Growth Observed. 10 max. 

Flow of Permeate Observed  250 Litre/ Hr. 

 

B.D.L. – Below Detectable Limit. 

 

We inform that Carbon Filter is bacteria-free and which means water is fit for Drinking. 

 

-- 

 

We assure our best service and co-operation at all times. 

Thanks you and looking forward for your order. 

 

Yours faithfully, 

For AQUASTAR SERVICES 

 

Prop. Ninan Lukose 

 


